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CORRECTIONSTO “AT” TRAINING SERIES

When you encounter an item that is not correct or needs clarification, write to us about it. Use this page and
reference the series number, the page, and paragraph number. State briefly what is wrong and then write your
correction or suggestion to correct or improveit. Detach this page from the booklet and return it to:

HQ AFFSA/XAOT
1535 COMMAND DRIVE, SUITE D-304
ANDREWSAFB, MD 20762-7002

Y ou can also e-mail the above information to us at AFESA . XAOT @andrews.af.mil. Also remember to browse
the HQ AFFSA/XAO Homepage for information on current training news and products. The internet address
is http://andrews.af.mil/tenants/aff sa/xao.htm
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INTRODUCTION

Thistraining seriesis designed to provide air traffic control personnel assistance in developing
implementing and managing an effective air traffic controller training program.

The Solid State Instrument Landing System (SSILS) and its associated monitoring equipment is part of the
USAF air traffic control system. Due purpose isto familiarize controllers with the operation and use of the
remote monitor control panel and interlock systemsfor the SSILS.

Thistraining seriesisdivided into five sections:

Section |. Description and General Characteristics of the SSILS Control Indicator, C-8826/GRN-27 (V).
Section I1. Description and General Characteristics of the SSILS Control Indicator, C-10307/G, GRN-29 (V).
Section |11. Description and Characteristics of Interlock Control, C-10306/G.

Section |V. C-6826/GRN-27 (V) Operating Checklist.

Section V. C-10367/G, GRN-29(V) Operating Checklist.



AT-E-03

1
1

26 Jul 93

N

\

LOCALIZER

INNER MARKER

MIDDLE MARKER

OUTER MARKER

e

[He

[He

© 8826/CBN 27(V)

CONTROL INDICATOR REMOTE

MI—\\NISTEY aingsTEY] manffste MAwlsrs
Cad i OFF

— — —

& o creLe Croie & oce | ® & ooce  ® -

L] L] L] L] L] L] L] L]
ABNORMA ABNORMA ABNORMA ABNORMAL AsnorwAL ABNORWAI
SILENCE SILENCE SILENCE SILENCE SILENCE SILENCE
ALARM

BULB TEST DIMMER

b 5

FIG1-1



AT-E-03 26 Jul 93

SECTION |
Description and General Characteristicsof the SSILS
Control Indicator C-6826/GRN-27 (V)

The GRN-21 remote control indicator (Fig 1-1) permitsair traffic control personnel to monitor and determine
the operating status of the AN/GRN-27 SSILS. The remote control indicator provides the status of the
primary functional groups of the localizer, glideslope and up to three marker beacon stations. It also
provides voice communications and localizer identification with various components of the SSILSviaa
telephone handset. To initiate acall, lift the handset from its cradle and press the desired station select
switch. To reset the intercom, put the handset back in the cradle. Anincoming call issignaled by atone
over the speaker. To receive acallslift the handset from its cradle and answer thecall. ThelLS station
calling isindicated by the lighted station select switch. The transmitter status is automatically displayed by
the status lamps contained in the cycle buttons which are three color, three window, push button lighted
switches (Fig 1-2). Pressing the cycle buttons causes the on site control circuitry to advance one step in the
following sequence: Main, off, standby, off, main, etc. (to change fKom one sequence to the next e. g. main
to off, the cycle button must first be depressed for approximately 8 seconds, 25 seconds must €l apse
before initiating the next cycle action). An aural alarm and abnormal light always accompany a status
change. The alarm may be silenced by pressing the abnormal silence button.

1. Operating Status

Controls/Indicator Function Function

MAIN "ON" When lit (1, Fig 1-1) it indicates the main
(Green) transmitter is on and the facility is usable.

Standby (STBY) "ON" When lit (2, Fig 1-1) it indicates standby
(Amber) transmitter is on and the facility is usable.
"OFF" When lit (3, Fig 1-1) it indicates the facility
(Red) has shut down and is unusable.

2. Maintenance Status

The maintenance status of the ILS system isindicated by the abnormal button which will illuminatein
"yellow". It will be accompanied by awarning buzzer.

Controls/Indicator Function Function
"Flashing Abnormal" The Flashing abnormal indication (4, Fig 1-1)
(Yelow) isonly activated when maintenanceis at the

site and have the facility in local
monitor/control. The component is considered
unusabl e unless prior coordination has been
effected with maintenance to locally monitor at
the site.
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"Steady" Abnormal The "Steady" abnormal (4, Fig 1-1) indication
(Yelow) notifies personnel that maintenanceis
required. System usability is still determined
by the status cycle light (main/standby).

3. Aura Warning Buzzer

a. The aural warning buzzer will activate whenever:

Controls/Indicator Function Function
(1) "OFF" The"OFF" or red portion of any cycle button
illuminates.
(2) "Abnorma" Any "Abnormal" or yellow silence button
illuminates.
(3) IntercomControl Any telephone station light illuminates.

b. Silencing the warning buzzer cap be accomplished in two ways:
(1) If the"Abnormal” (yellow) light isilluminated, depress the abnormal button.

(2) If any of the telephone station lights are illuminated, depress the station light and pick up
the tel ephone handset.

4. Bulb Test - When pressed, lightsall lamps (5. Fig 1-1).
5. Power - Turns control panel on/off (6, Fig 1-1).
6. Dimmer - Control light intensity for the MAIN "ON" lamp only (7, Fig 1-1).

7. Operation of Control |ndicator:

a. If thewarning buzzer is activated and the (Y ellow) "Abnormal" light (4, Fig 1-2) illuminates, silence
the warning buzzer by pressing the illuminated (Y ellow) "Abnormal™ button(s).

b. If the (Green) "Main" (1, Fig 1-2) window of the cycle button(s) goes out and comes back on or
remains on after receiving an "Abnormal" light, leave the unit in operation and notify job/maintenance
control.

c. If the (Amber) "STBY" (2, Fig 1-2) window of the cycle button(s) isilluminated after receiving an
"Abnormal” light, leave the unit in operation and notify job/maintenance control.

(1) If the (Red) "OFF" (3, Fig 1-2) window of the cycle button illuminates wait 30 seconds for
the unit to transfer itself to (Amber) STBY (2, Fig 1-2). If this occurs, notify job/maintenance control of the
amber status.

(2) If the unit remains (Red) "OFF" (3, Fig 1-2) notify job/maintenance control that you have an
unusable facility and take appropriate NOTAM action.
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d. If the (Red) “OFF” (3, Fig 1-2) window of the cycle button illuminates after receiving an
“Abnormal” (4, Fig 1-2) light and after waiting 30 seconds, does not transfer itself to “STBY™” (2, Fig 1-2)
depressthe cycle button. If theunit returnsto “Main” or “STBY” notify job/maintenance control of action
taken. If the unit remains (Red) “OFF" or cyclesimmediately back to (Red) “OFF” take NOTAM action.

e. If none of the three windows (OFF, MAIN, STBY) of the cycle button are illuminated, perform bulb
test, if all lamps are good, attempt to recycle by depressing the cycle button, waiting 30 seconds, and
depressing it again. Check the transmitted identification code. Thisisthe actual radiated ID code, whichis
received and sent to the remote monitor. Then, if:

(1) Either “Main” or “STBY” window illuminates, notify job/maintenance control that the ILS
control indicator is defective and of any defective bulbs noted during the test.

(2) Neither “Main” or “STBY” window illuminates, take NOTAM action, notify
job/maintenance control of the NOTAM action and of any defective bulbs noted during the test.

8. Test and Shutdown Procedures:

a Test: If thewarning buzzer activates and none of the cycle, abnormal, or telephone station
buttons (5, Figure 1-1) illuminate, press the bulb test button to identify the burned out bulb. Notify
job/maintenance control of discrepancies. The bulb test button can be used at any time to determine the
status of all bulbs except telephone station lights. To test these lights, depressto test.

b. Shutdown. If shutdown of the specific siteis desired, simply depress the appropriate cycle button
and verify that the (Red) “OFF" window illuminates.

1 2
MAIN||STBY]
OFF |—1+—s3
CYCLE
ABNORMAL|—T—4
SILENCE

FIG12
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SECTIONII

Description and General Characteristics of the
88IL S Control Indicator. C-10307, GRN-29 (V)

The GRN-29 remote control/display unit (RC/DU ) (Fig 2-1) permitsair traffic control personnel to monitor
and determine the operating statue of the AN/GRN-29 (V) SSILS. The RC/DU provides the status of the
Primary functional groups of thelocalizer, glideslope and up to three marker beacon stations. It

also provides voice communication and localizer identification with the various components of the SSILSvia
atelephone handset. Toinitiate acallslift the handset from its cradle and press the intercom assembly
switch corresponding to the equipment site to be called. To reset the intercom, put the handset back in

the cradle. Anincoming call issignaled by atone over the speaker. To receiveacall, lift the handset and
press the push -to- talk switch to transmit rel ease the switch to receive.

Thetransmitter statusis automatically displayed by the lamp of the corresponding decoder/control
assembly. Presslng the station cycle (STA CY CLE) switch causesthe on site control circuitry to advance
one step in the following sequence mains off, standbys off, main, etc. The alarm may be silenced by
pressing the alarm silence switch.

1. Operations of Control |ndicator

Controls/Indicator Eunction
Handset push-to-talk switch Enables amplifier for intercom talk function.
(1, Fig2-1)
Power lamp Power onlamp. (2, Fig 2-1)
Speaker Aura alarm Speaker. (3, Fig2-1)
Power (ON/OFF) Power supply on/off switch. (4, Fig 2-1)
Handset on hook switch Rearms call detecting circuits upon completion

of call. (5.Fig2-1)

Bulb test switch Spring-loaded toggl e switch, when pressed,
lightsal lamps. (6, Fig 2-1)

2. Decoder/Control Assembly

Controls/Indicator Function

EXECBYPlamp Amber; lights to indicate equipment site action
has bypassed remote control function. (7, Fig
2-1)
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ABNL lamp

OFF lamp

STBY lamp

Main lamp

3. Audio Generator Assembly

Controls/Indicator

Alarm volume control

Dimmer control

Alarm SILENCE switch

4. |ntercom Assembly

Controls/Indicator

Phone Vol Control
Loc Switch

GS Switch

Inner MKR Switch
Middle MKR Switch
Outer MKR Switch
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Amber; lightsto indicate abnormal status,
flashes to indicate Loss of monitor tone output
(monitor bypassed). (8, Fig 2-1)

Red; lights to indicate equipment site
transmitter are shut off. (9, Fig 2-1)

Amber; lights to indicate standby transmitter
group in operation. (10, Fig 2-1)

Green; lights to indicate main transmitter
group in operation. (11, Fig 1-2)

Function

Screwdriver adjustment controls volume of
incoming status alarm and intercom ring
signals. (12, Fig 2-1)

Controls brightness of decoder/control assembly
MAIN lamp. (13, Fig2-1)

Silences alarm indication from loudspeaker.
(14,Fig2-1)

Eunction

Adjusts telephone handset volume level. (15, Fig 2-1)
Localizes site .intercom call switch. (16, Fig 2-1)
Glideslope site intercom call switch. (17, Fig 2-1)
Inner marker steintercom call switch. (18, Fig2-1)
Middle marker siteintercom call switch. (19, Fig 2-1)

Outer marker siteintercom call switch. (20, Fig 2-1)

N

INTERLOCK CONTROL
C - 10306/G

UNIT NO. 3

YSTEM B
SYSTEM A SYS
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SECTION I1I
Description and Characteristics of Interlock Control, C-10306/G

Interlock Control C-10306/G (ICU) isrequired at each facility having an AN/GRN-27 or another AN/GRN-29
ILS facing an AN/GRN-29 ILS on the same runway. Installed in the primary monitor facility and collocated
with the RC/DU, the ICU permits air traffic control personnel to select one, and only one, of the two facing
ILS equipments for effectiveradiation at agiven time.

Operations of the Interlock Control Unit
Controls Function

System A lamp Green; lightstoindicate system A ILSis
selected. (1, Fig 3-1)

System B lamp Green; lightstoindicate system B ILSis
selected. (2, Fig 3-1)

System Select (A/B) Switch Toggle switch; select either A or B ILSfor
operation. (3, Fig 3- 1)

Specia Proceduresfor Dual ILS (GRN-27 with GRN-29) Locations:

1. Dua ILSlocations with an interlocked GRN-21 and GRN-29 require special procedures to prevent the
GRN-27 from going into alarm when changing active systems. |f the GRN-27 is active and the interlock
control unit switched to make the GRN-29 active GRN-27 will go into alarm and shutdown. The entire GRN-
27 must then be reset, by maintenance personnel at the glideslope and localizer sites. To avoid this
situation, use the following procedures.

a To switch from an active GRN-21 to an active GRN-29:

Step 1: Cyclethe GRN-21 localizes and glideslope "off" using the GRN-27 control/monitor
unit.

Step 2: Select the GRN-29 system using the Interlock Control Unit.
b. To switch from an active GRN-29 to an active GRN-27.
Step 1. Select the GRN-27 system using the Interlock Control Unit.
Step 2: Cycle the GRN-27 glideslope and localizer using the GRN-27 control/monitor unit.
(Note, if the GRN-21 previously was using the ""main-transmitters the standby transmitters will come on, so it

will be necessary to further cycle the units to bring the main transmitters "on").

*NOTE: Unitswith dual GRN-27 should take the same action on both system.
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Indication

"MAIN" ON illuminated
(Green)

"STBY" ON illuminated
(Amber)

"OFF" illuminated
(Red)

Flashing "ABNORMAL"
with warning buzzer
(Yelow)

Steady "ABNORMAL"
warning buzzer and
any condition

(Yelow)

"MAIN" cycles
OFF, then ON,
remains ON,
(Green)

"OFF" illuminates
(Red)

SECTION IV
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C-8826/GRN-27 (V) Operating Checklist

Facility Status

Systems operating normal,
usable facility.

Standby transmitter in
operation, usable facility.

Facility has shut down and
isunusable.

Controller

None.

Notify job/maintenance
control.

Depress cycle button
for approximately 8

seconds. Wait 30

seconds, if unit re-
turnsto MAIN-STBY,
notify job/maintenance

control of action taken.

Facility unusable maintenance
in progress.

Contact the facility,

if no answer, take
NOTAM action. Comm-
unications must be
established and prior

coordination must have
been effected with
maintenanceto lo-
cally monitor at the
siteif NOTAM actionis
not taken. Depress ab-
normal button to stop
buzzer.

Maintenance required, usable
facility.

Usablefacility.

Facility has shut down and
isunusable.

Notify job/maintenance
control. Depress ab-
normal button to stop
buzzer.

Notify job/maintenance
control of momentary
alam.

Wait 30 seconds for the
system to transfer

itself to "STBY".
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"OFF" remains
on 30 seconds
(Red)

If unit remains
(Red)

“OFF" "MAIN" "STBY"
(Red) (Green) (Amber)
windowsALL
extinguished

"MAIN" or "STBY"

(Green) (Amber)
window illuminates

"MAIN" and "STBY"

(Green) (Amber)
windowsregain
extinguished
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Facility has shut down and Depress cycle button
isunusable. for approximately
8 seconds. Wait
30 secondsiif unit
returnsto MAIN-STBY,
notify job/maintenance
control of action taken.

Facility has shut down and After waiting 30 seconds
isunusable. and, if thered "OFF"

light stays on or cycles

back to reference OFF,

NOTAM the unit, notify

job/maintenance control.

Facility isunusable. Perform bulb test then
listen for localizer ID.
Depress the cycle button
for approximately 8 sec-
onds. Wait 30 seconds,
and depress the cycle

button again.
Facility usable, maintenance Perform the bulb test,
required. notify job/malntenance

control the LS con-
trol indicator unit is
defective and of any
defective bulbs.

Facility is unusable. Take NOTAM action,
perform the bulb test,
notify job/maintenance
control of the NOTAM and
of any defective bulbs.
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Indication

"MAIN" ON illuminated
(Green)

"STBY" ON illuminated
(Amber)

"ABNL" ON illuminated
(Amber)

"EXECBYP' ON illum-

inated
(Amber)

"OFF”
(Red)

Flashing ABWL lamp
(Amber)

Aura Alarm
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SECTION YV

C-10307/G, GRN-29 (V) Operating Checklist

Facility Status

System operating normal,

usable facility.

Standby transmitted group in
operations, usable Facility.

Maintenance required, usable

facility.

Maintenance has taken action
to bypass remote control

function, usablefacility.

Facility has shut down and

is unusable.

Facility unusable,
mai ntenance in progress.

Abnormal site status or
incoming intercom call.

Controller Actions

None.

Notify job/maintenance
control.

Notify job/maintenance
control.

Notify job/maintenance
control. Controller

does not have cycle
capability.

Notify job/maintenance
control immediately
and cycle the standby
transmitter. If standby
does not cycle, NOTAM
the facility.

Contact thefacility, if
no answer, take NOTAM
action. Communications
must be established and
prior Coordination must
have been effected with
maintenance to locally
monitor at the site, if
NOTAM action isnot
taken. Depressthe
silent button to stop
buzzer.

Silence alarm, notify
job/maintenance control
or receiveincoming call.



